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Sample Results After Remediation:

The information included in this report detail the laboratory results 

from water samples taken from locations in the school district 

building.  Any sample results with a reading of greater than 0.015 

signifies a lead content beyond the NYS approved limit for school 

districts.  We will be working to diagnose the problem areas and will 

be taking steps to replace piping and / or fixtures in the problem 

areas.  This will be a long process in some cases.  We are also 

required to take follow-up samples once we think an area has been 

remediated.  The lab testing is taking about 3-4 weeks to process 

following the collection.  This report will be updated as areas are 

addressed.

If you have any specific questions during the process, please don't 

hesitate to contact me directly.  Thank you for your patience and 

understanding during the process.



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

Site ID / Location 

of Sample:
Rm 207 Front Sink Date: 9/20/2016

LSL ID # > 002 Original Sample 

Results:

0.051

N / A

Canaseraga Central School District

Water Testing Results

October 2016.

NO REMEDIATION NECESSARY

LSL ID # > 001 Original Sample 

Results:

0.013

Site ID / Location 

of Sample:
Rm 207 Back Sink Date: 9/20/2016



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

Site ID / Location 

of Sample:
2nd Floor Boys Room Left Sink Date: 9/20/2016

LSL ID # > 004 Original Sample 

Results:

0.0066

9/20/2016

LSL ID # > 003 Original Sample 

Results:

0.020

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
2nd Floor Hallway Fountain Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

N / A

Site ID / Location 

of Sample:
2nd Floor Boys Room Right Sink Date: 9/20/2016

LSL ID # > 006 Original Sample 

Results:

0.0039

9/20/2016

LSL ID # > 005 Original Sample 

Results:

0.0043

NO REMEDIATION NECESSARY

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Girls Coach Office Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

LSL ID # > 008 Original Sample 

Results:

0.0014

N / A

Site ID / Location 

of Sample:
Room 121 Fountain Date: 9/20/2016

9/20/2016

LSL ID # > 007 Original Sample 

Results:

0.013

NO REMEDIATION NECESSARY

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:

Boys Restroom Right Sink Gym 

Hallway
Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

N / A

Site ID / Location 

of Sample:
Room 121 Sink Date: 9/20/2016

LSL ID # > 010 Original Sample 

Results:

0.0057

9/20/2016

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:

2nd Floor Fountain at Server 

Room
Date:

LSL ID # > 009 Original Sample 

Results:

0.0098

NO REMEDIATION NECESSARY



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

N / A

Site ID / Location 

of Sample:
Girls Locker Room Fountain Date: 9/20/2016

LSL ID # > 012 Original Sample 

Results:

0.0083

9/20/2016

LSL ID # Original Sample 

Results:

0.011

NO REMEDIATION NECESSARY

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:

Gym Hallway Girls Restroom 

Right Sink
Date:

> 011



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

N / A

Site ID / Location 

of Sample:
Art Room Right Sink Date: 9/20/2016

LSL ID # > 014 Original Sample 

Results:

0.077

9/20/2016

LSL ID # > 013 Original Sample 

Results:

0.0093

NO REMEDIATION NECESSARY

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:

Boys Restroom Left Sink Gym 

Hallway
Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

N / A

Site ID / Location 

of Sample:
Principal Office Sink Date: 9/20/2016

LSL ID # > 0016 Original Sample 

Results:

0.064

9/20/2016

LSL ID # > 015 Original Sample 

Results:

0.0042

NO REMEDIATION NECESSARY

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Art Room Front Sink Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

Site ID / Location 

of Sample:
Hall Fountain at Concession 

Stand
Date: 9/20/2016

LSL ID # > 018 Original Sample 

Results:

0.0010

9/20/2016

LSL ID # > 017 Original Sample 

Results:

0.017

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Boys Locker Room Fountain Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

LSL ID # > 020 Original Sample 

Results:

0.0067

N / A

Site ID / Location 

of Sample:
Girls Restroom Left Sink Gym 

Hallway
Date: 9/20/2016

9/20/2016

LSL ID # > 019 Original Sample 

Results:

0.0026

NO REMEDIATION NECESSARY

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Concession Stand Left Sink Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

N / A

Site ID / Location 

of Sample:
Sink Nurse's Office Date: 9/20/2016

LSL ID # > 022 Original Sample 

Results:

0.022

9/20/2016

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:

1st Floor Boys Restroom Left 

Sink
Date:

LSL ID # > 021 Original Sample 

Results:

0.012

NO REMEDIATION NECESSARY



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

N / A

Site ID / Location 

of Sample:
Guidance Fountain Date: 9/20/2016

LSL ID # > 024 Original Sample 

Results:

0.022

9/20/2016

LSL ID # Original Sample 

Results:

0.0064

NO REMEDIATION NECESSARY

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 120 Fountain Date:

> 023



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

Site ID / Location 

of Sample:
2nd Floor Girls Restroom Left 

Sink
Date: 9/20/2016

LSL ID # > 026 Original Sample 

Results:

0.0061

9/20/2016

LSL ID # > 025 Original Sample 

Results:

0.028

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Concession Stand Right Sink Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

Site ID / Location 

of Sample:
2nd Floor Girls Restroom Right 

Sink
Date: 9/20/2016

LSL ID # > 028 Original Sample 

Results:

0.0079

9/20/2016

LSL ID # > 027 Original Sample 

Results:

0.26

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Art Room Left Sink Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

Site ID / Location 

of Sample:
Conference Room Date: 9/20/2016

LSL ID # > 30 Original Sample 

Results:

0.016

9/20/2016

LSL ID # > 029 Original Sample 

Results:

0.041

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
2nd Floor Faculty Restroom Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

N / A

Site ID / Location 

of Sample:
Kitchen Prep Sink RT Date: 9/20/2016

LSL ID # > 032 Original Sample 

Results:

0.16

9/20/2016

LSL ID # > 031 Original Sample 

Results:

0.0034

NO REMEDIATION NECESSARY

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Gym Lobby Fountain Date:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

N / A

Site ID / Location 

of Sample:
Superintendent Office Sink Date: 9/20/2016

LSL ID # > 034 Original Sample 

Results:

0.12

> 033 Original Sample 

Results:

0.012

NO REMEDIATION NECESSARY

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:

1st Floor Girls Restroom Right 

Sink
Date: 9/20/2016

LSL ID #



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 107 Fountain Date: 9/20/2016

LSL ID # > 035 Original Sample 

Results:

0.018

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

Site ID / Location 

of Sample:
Business Office Sink Date: 9/20/2016

LSL ID # > 036 Original Sample 

Results:

0.0042

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
1st Floor Faculty Restroom Date: 9/20/2016

LSL ID # > 037 Original Sample 

Results:

0.0055

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
1st Floor Boys Restroom Right 

Sink
Date: 9/20/2016

LSL ID # > 038 Original Sample 

Results:

0.0043

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:

1st Floor Girls Restroom Left 

Sink
Date: 9/20/2016

LSL ID # > 039 Original Sample 

Results:

0.015

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Music Room Fountain Date: 9/20/2016

LSL ID # > 040 Original Sample 

Results:

0.049

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 114 Sink Date: 9/20/2016

LSL ID # > 041 Original Sample 

Results:

0.0078

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Room 112 Restroom Sink Date: 9/20/2016

LSL ID # > 042 Original Sample 

Results:

0.047

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 114 Fountain Date: 9/20/2016

LSL ID # > 043 Original Sample 

Results:

0.0015

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Men's Faculty Room Date: 9/20/2016

LSL ID # > 044 Original Sample 

Results:

0.0026

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Women's Faculty Room Date: 9/20/2016

LSL ID # > 045 Original Sample 

Results:

0.0028

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Kitchen Restroom Date: 9/20/2016

LSL ID # > 046 Original Sample 

Results:

0.016

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Kitchen Prep Left Sink Date: 9/20/2016

LSL ID # > 047 Original Sample 

Results:

0.085

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

Site ID / Location 

of Sample:
Kitchen Center Sink Date: 9/20/2016

LSL ID # > 048 Original Sample 

Results:

0.058

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: YES

Sample Results After Remediation: Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 112 Sink Date: 9/20/2016

LSL ID # > 049 Original Sample 

Results:

0.15

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

Site ID / Location 

of Sample:
Cafeteria Hall Restroom Date: 9/20/2016

LSL ID # > 050 Original Sample 

Results:

0.092

The District will perform diagnostics on the outlet and the supply 

plumbing to determine the origin of the contaminant, and sample after 

the remediation is complete.

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 118 Fountain Date: 9/20/2016

LSL ID # > 051 Original Sample 

Results:

0.0028

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Room 117 Sink Date: 9/20/2016

LSL ID # > 052 Original Sample 

Results:

0.0062

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 119 Sink Date: 9/20/2016

LSL ID # > 053 Original Sample 

Results:

0.0043

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Room 118 Sink Date: 9/20/2016

LSL ID # > 054 Original Sample 

Results:

0.0063

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 115 Fountain Date: 9/20/2016

LSL ID # > 055 Original Sample 

Results:

0.0033

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Room 116 Fountain Date: 9/20/2016

LSL ID # > 056 Original Sample 

Results:

0.0048

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 120 Sink Date: 9/20/2016

LSL ID # > 057 Original Sample 

Results:

0.011

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Room 115 Sink Date: 9/20/2016

LSL ID # > 058 Original Sample 

Results:

0.0047

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Date: 9/20/2016

LSL ID # > 060 Original Sample 

Results:

0.0055

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 114 Restroom Date: 9/20/2016

LSL ID # > 059 Original Sample 

Results:

0.0087

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Room 116 Sink



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Room 119 Fountain Date: 9/20/2016

LSL ID # > 061 Original Sample 

Results:

0.0048

0.0035

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Room 117 Fountain Date: 9/20/2016

LSL ID # > 062 Original Sample 

Results:



Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

Remediation Plan for Outlet / Tap:

Was Outlet / Tap Taken Out of Service: NO

Sample Results After Remediation: N / A Date:

NO REMEDIATION NECESSARY

N / A

ALL laboratory testing was completed by Life Science Laboratories, Inc.

5854 Butternut Drive  East Syracuse NY 13057     State Cert # 10248

NO REMEDIATION NECESSARY

N / A

Site ID / Location 

of Sample:
Kitchen Ice Machine Date: 9/22/2016

LSL ID # > 002 Original Sample 

Results:

0.0010

Canaseraga Central School District

Water Testing Results

October 2016.

Site ID / Location 

of Sample:
Concession Ice Maker Date: 9/22/2016

LSL ID # > 001 Original Sample 

Results:

0.0010


